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Because of the variety of uses for the products described in this publication, those
responsible for the application and use of these products must satisfy themselves that all
necessary steps have been taken to assure that each application and use meets all
performance and safety requirements, including any applicable laws, regulations, codes
and standards. In no event will Quest Technical Solutions be responsible or liable for
indirect or consequential damage resulting from the use or application of these products.

Any illustrations, charts, sample programs, and layout examples shown in this publication
are intended solely for purposes of example. Since there are many \saatile

requirements associated with any particular installation, Quest Technical Solutions does
not assume responsibility or liability (to include intellectual property liability) for actual
use based upon the examples shown in this publication.

Throughoutthis manual we use notes to make you aware of safety considerations.

Identifies information about practices or circumstances that can leac
personal injury or death, property damage, or economic loss.

These warnings help to:
WARNING! ¥ identify a hazard
¥ avoid the hazard

¥ recognize the consequences

Identifies information that is especially important for successful

|
IMPORTANT! application and understanding of the product.

Identifies information that explains the best way to use the

TP AN-X-DCSLOG

Microsoft is a registered trademark of Microsoft Corporation.
Windows, Windows XP, Windows Vista and Windows 7 are trademarks of Microsoft Corporation.

ControlLogix, RSLinx and RSLogix 5000 are trademarks of the Aleardley Company, Inc.
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AN-X-DCSLOG Module Overv iew

Ethernet

The AN-X-DCSLOGdata loggingnodulecapturedrames on an AutoMax DCS
network, extracts data changes, and logs thettatdnas changed from the previous
scan along with timestamps to millisecond precisitmcomma separated variable
(CSV) files,for import into trending and database software.

The module passively captures all network frames. It doesatupy a drop on the
network or affect existing network traffic in any waly.discards any frames with bad
status.

This approach means that thatais time stampedt the same time aisis sent on
DCSNet not @ some later sampled timandthatthere is no added overhead on DCSNet
or on the AutoMax to obtain the data.

You select which databy drop, register and optionally bit) you want to Joga comma
separated variable file.

The Windowdoggerutility, AnxDcsLog.exetransfers theatacaptured by ANX to the
host computer over Ethernethe Windows utility can obtain log dateof up to 4 AN
X-DCSLOG modules at the same time

The Windowdogger utility runs as &Vindowsservice. It writes a new &leach minute.
The filename includes the date and time.

The AN-X-DCSLOG module also supports unscheduled messagfimgaps DCSNet

data to PLG5 integer files N1ON155, one file per drop. AnOPC or DDE server or

PLC or computer capable of sending PCCC unscheduled messages over Ethernet can
read the current DCSNet data from the-XNDCSLOG module.



AN-X-DCSLOG Page 3

The module firmware can be updated over Ethernet using the Windows utility supplied.
Refer to mge37 for detalils.

Hardware Features

The module has:

¥ LEDs to indicate the status of the connection to the Ethernet, it:
own internal state, and the state of the connection tb @t
network

¥ an Ethernet connector

¥ a 9pin D-shell connector to connect to the AutoMax network

¥ a power connector

Package Contents
¥ AN-X-DCSLOGmodule

¥ CD containing software and documentation

Other Requirements

To transfer data over Ethernet requires:
¥ 100 Mbit/second Ethernet network and hardware

¥ Ethernet network should uses switches, not hubs

Modes of Operation

There are three AN modes of operation:

¥ Boot mode. The ANX is running its low level startup firmware.
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¥ Configuration mode. This is the mode when you are updating the firmware
in the AN-X.

¥ Production mode. This is the normal runtime mode of operation.
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Installation

Prevent Electrostatic Discharge

The module is sensitive to electrostatic discharge.

Electrostatic discharge can damage integrated circuits or
semiconductors. Follovhese guidelines when you handle the modul

WARNING! ¥ Touch a grounded object to discharge static potential

¥ Do not touch the connector pins

Power
AN-X requires a DC power input of anywhere from 12 to 24 VDC.

alala

GND - +

Left to right the pins on the power connector enassis ground, negative voltage and
positive voltage.

The chassis ground should be connected.
Power consumption internally is 300 mA @ 12VDC or 150 mA @ 24VDC.
The part number for the power connector is Phoenix MSTB -5%/3.08

Cabling and Termination

Use a standard drop cable and passive tap (M/N 57C380) to connect the module to the
coaxial network cable. The drop cable is a medinductor cable with-gin D-shell
connectors at each end. Connect one end to the connector on the module and the other
end to the passive tap.

The passive tap has two BNC connectors for connection to the coaxial cables and
terminating loads.

The network coaxial cable must be terminated with 75 ohm terminating loads attached to
the taps at the physical ends of the netwdrkere should be two and only two
terminators on the network.

The cable must be R69/U.
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Ethernet Cabling

AN-X has a standard Rib connector for connecting to Ethernet.

If you are connecting AN to an existing network through a router or switch, use a
standard Ethernet cable.

If you are connecting directly between a computer aneXANse a crossover cable.

Software Installation

You must uninstall any previous version of the software before you can install a new

version. Use the Windows Control Panelddahd Remove Programs to remove the old
version.

Insert the CD supplied with the AM module and run the program setup.exe on the CD.
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Basic Configuration

The AN-X-DCSLOGmodule @aptures data frora Reliance AutoMax DCSnet network
and passes that data te@mputer over Ethernet.

Before you can use theN-X-DCSLOG you must configure its network properties on
Ethernet.

No configuration is required on the AutoMBXCS network since the module is not active
on the network.

Ethernet Configuration

AN-X can be onfigured to use a static (unchanging) IP address or it can be configured to
obtain its IP address from a DHCP server.

Unless you have control of the DHCP server, in most applications you will want to
configure ANX to use a static IP address. Otherwhs= DHCP server may assign a
different IP address each time ANpowers up, and any software that accesses the AN
X module would have to be reconfigured.

AN-X is shipped with DHCP enabled. If it finds a DHCP server on the network, the
DHCP server assignsan IP address. You can use the utility AnxInit to find the IP
address that the DHCP server has assigned. S#iétes/Locate All ANX Modules
and AnxlInit will locate the ANX and display its IP address.

=10 x|
Configuration Utilities Edit View Help
BX (NP
Found 2 AN-X¥ device(s) -A_I
SexrNum = 00000008 (Ethernet MAC: 00:0c:1la:00:00:09)
IpAddrScr = 1%2 .168 .0.41
HostlName = test
SexrNum = 0000000a (Ethernet MAC: 00:0c:1la:00:00:0a)
IpAddrScr = 1%2 .168.0.10
HostlName = ANX00000a

i o

For Help, press F1 v/

If AN-X does not find a DHCP server withatbout three minutes of starting up, it reverts
to a temporary static IP address of 192.168.0.41 HXAN using this temporary IP
address, it repeatedly flashes the SYS LED three times followed by a pause.
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Use this temporary IP address ofdy initial setup of ANX. AN-X will

|
IMPORTANT! not function for its intended purpose at the temporary IP address.

If you are using multiple ANX modules, configure one at a time, especially if there is no
DHCP server on the network, since they will all reverbimgame temporary IP address
when they fail to find a DHCP server.

If you are connecting AN to an existing Ethernet network, consult tF
IMPORTANT! network administrator to obtain information about how you should
configure ANX and to obtain a static I&ddress for ANX.

IMPORTANT! The AN-X must be on the local Ethernet when you set its IP address

You configure the Ethernet properties using the Windows utility AnxInit supplied with
AN-X.

Use theConfiguration/ANX IP Settinggommand to start the AX IP configuration
wizard, which takes you step by step through the IP configuration process.

Step 1
In step 1, you identify the AN you are configuring.

Step 1: AN-X Selection x|

Select this computer's Ethernet adapter that's on the same Ethernet subnet as the AN-X
module you want to configure [you may only have one Etheret adapter in your computer)

Local Area Connection ZI

Enter the Ethernet MAC Address of the AN-X module you want to configure. You can get
this from the label on the AN-X module or by selecting Utilities/Locate All AN-X Modules [if
the module's current IP address is on the same subnet).

{00-0c-15-00-00-09

Enter the IP address on the local subnet that you intend the AN-X module to use.
[ 192 .68 . 0 . 9

Exit I

1. Select the Ethernet adapter thatOs connected to e ANmost cases there will be
just oneEthernet adapter in the computer. The-XNnust be on the same subnet as the
computer.
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2. Enter the MAC address of the AXlyou are configuring. This is printed on the AN
label. It consists of six pairs of hexadecimal digits, separated by hyphretre |
example above, itOs-06-1a-00-00-09.

If the AN-X is already online, you can obtain its MAC address usindgJtiities/Locate
All AN-X Modulescommand.

3. Enter the IP address you intend the-XNo use.

Step 2
In step 2, you choose a method oftegting AN-X to put it in boot mode.

Step 2: Cycle Power or Reboot Command x|

In order to configure the IP address or update the madule's firmware the module must be
be set to a specific mode. There are two ways to do this:

¢ 1. Cycle power on the AN-X Module.
This is the preferred method, but the AN-X module must be nearby.
If you choose this option, POWER OFF the AN-X module and click on the Nexst button.

(" 2. Send a command on Ethernet that restarts the AN-X module.
This method is more convenient if the module is not nearby.

If you choose this option, make sure the AN-X module is powered ON and fully up and
running, then click on the Next button.

<< Back I

The preferred method is to cycle power on the-ANSelect the first option on the
screen and click thext >> button.

The second method, useful if the ANin not easily accessible, is to send it a command
overEthernet. The ANX must be powered on and completely running for this method to
work. For example, if this is the first time you are configuring a newXalsllow

sufficient time for it to acquire an IP address from a DHCP server or to time out and use
its default IP address (about 3 minutes). Select the second option on the screen and click
the Next >> button.

Step 3:

Wait for AN-X to enter boot mode. While Anxlnit is waiting, tNext>> button will be
disabled. When AN is in boot mode, th&lext>> button will be enabled.
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Step 3: Wait for Boot Mode x|

If you selected the "Cycle Power" option, power ON the AN-X module now.
If you selected the "Reset Command" option, a reset command has been sent to the
AN-X module.

This program is now sending messages to the AN-X module using the MAC address and
IP address you entered previously. These messages tell the AN-X module to remain in its
"Boot" state in preparation for configuring the IP settings

If the AN-X module enters "Boot" mode successfully the "Next" button below will be
enabled so you can move on to the next step.

If the AN-X module has been powered ON for more than 10 seconds and the Next button
is still disabled press the "Back" button, confirm the MAC and IP addresses and check
the Ethernet cabling.

Nest >> I

If the AN-X does not enter boot mode within about 10 seconds, return to the previous
screens and check the entries.

The AN-X TCP/IP Configuratiordialog appears.

AN-X TCP/IP Configuration x|

Enter the IP configuration you want the previously selected AN-X module to use.
You MUST enter a valid Default gateway IP address that is on the same subnet as the
AN-X module, but you don't need to have a device at that address.

Host Name :

" Dbtain an IP address automatically [DHCP)
¢ |Use the following Settings:

IPAddress:l 192 . 168 . 0 . 9
Subnet mask:| 255 . 255 . 255 . 0
Default gateway:l 192 0168 . 0 . 1

| Finish I Cancel

Enter aHost Namdor the AN-X. This name is used internalhy AN-X and may be
used to identify the ANX if you have a DNS server on your network. The name can be
from 1 to 31 characters long.
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To configure the ANX to obtain its IP address from a DHCP server on the network,
selectObtain an IP address automatical{ DHCP)

To configure the ANX to use a static IP address, seldse the following Settingand
enter:

¥ the desired IP address for the A\
¥ the Subnet mask for the AX
¥ the default gateway for your network.

You must enter a valid default gateway addms if there is no device at the gateway
address on the network.

Click OK to complete the configuration.

If you Cancel the&Configuration/ANX IP Settinggommand, ANX is left running the
boot code. Use thetilities/Restart ANX command to restart thaaN-X.

[¥lLocal Area Connection (0x2) 00-0c-1a-00-00-09 192.168.0.2€ =10 x|
Configuration Utilities Edit View Help

By X | K2 2

Found 1 A2N-X¥ device(s) ‘;I
SexriNum = 00000008 (Ethernet MAC: 00:0c:1la:00:00:09)
IpAddrScr = 1%2 .168.0.20

HostlName = test

i o

For Help, press F1 v/

Reconfiguring an AN -X from an Unknown State

It sometimes happens that an Af\has been previously configured with an IP address
that causes it to be inaccessible on the current Ethernet network. To reconfigure it to a
known state, run the commaConfiguration/ANX IP Settingdo start the ANX IP
Configuration Wizard and reconfigure AKL
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Logging Data

Use the following steps to log data using the-XNDCSLOG:
1. Create the configuration file.
2. Create the tag file.
3. Start the logger service.

4. Process the data files.

Logger Configuration File

When the AnxDcsLog.exe service starts, it realigger configuratiorfile called
AnxDcsLogConf.csv to set its configuration. This file must be in the same directory as
the AnxDcsLog.exe executable file.

The logger configuration file contains a section for eacRX&RCSLOG module from
which the logger is obtaining dat#. can contain configuration information for up to 4
AN-X modules

Each section contains the following lines.

DeviceName

This is the namesaigned to the AN being configured. It can be from 1 to 32
characters long.

The name is used to name the data filestandentify thesource of messagésthe
application log(see pagdb).

ImportPath

The import path idntifies the directory where the data files tréewritten.

DevicelP

The DevicelP is the IP address of the-/XNnodule being configured.
RefreshMs

The AN-X-DCSLOG module captures network frames and logs all data changes on the
selected drops and registe

The AN-X also logs all theselecteddata at a specified rate, even if it hasnOt changed.
You set the interval with the refresh rate, from 0 to 60000 ms. When the refresh timer
expires, the ANX module starts logging all the selected data as itcsived from

DCSNet regardless of change

If the refresh time is shorter than the DCS network scan time, the data is logged at the
DCS scan time, as it comes off the network.
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TagFile

The tag file contains the name of the file that contains the data tgded the tag
names for the points and their addresses (drop, register and, for Boolean data, the bit).
The contents of the tag definition file are described below.

Example

The following configuration file configures two AX-DCSLOG modules, one at IP
address 192.168.0.9 and the other at IP address 192.168.0.10

DeviceName,AmxLog9

ImportPath,c: \ InSQL\ DATA Datalmport \ Fastload
Devicelp,192.168.0.9

RefreshMs,60000

TagFile,DcsLogl.csv

DeviceName,AmxLog10

ImportPath,c: \ InSQL\ DATA Datalmport \ Fastload
Devicelp,1 92.168.0.10

RefreshMs,60000

TagFile,DcsLog2.csv

If you change the configuration file, you must stoql restart the logger service, either
from the command line or from the Control Panel.

Tag Definition File

The tag definition file is a comma separatadiable (CSV) file that defines the points to
be logged.Each line defines one point. Each line consists of:

¥ tagname, up to 32 characters
¥ drop number, 0 to 55
¥ register, 0to 63
¥ bit,0to 15
¥ type, WORD or BOOLEAN
Fields are separated by commas.
For drop Q only registers 339 are valid.
The bit number is required only for BOOLEAN data and is ignored for WORD data.

You cannot create tags that have the same combination of drop and register. For
example, you cannot create a WORD tag for drop 1, registem82also create tags for
BOOLEAN tags using bits in drop 1, register 32.
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Examples
DcsTest_00_32,00,32,,WORD
DcsTest_00_33_01,00,33,1,BOOLEAN

Running the Log Service

The executable program, AnxDcsLog.exe, supports the following command line options.

Option Meaning

-i install the executable as a Windows service

-u uninstall

-r run the service

-S stop the service

-h display the usage statement

You must install the service before it can run. To install the service, type:

anxdcslogi

For example, toun the service, type

anxdcslogr

When you install the logger service, it is set to run automaticalbu ¢an change it to
manual from the Control Panel. Selegtart/Control PangAdministrative
Tools/Servicedocate the AnxDcsLog service in thst] right click on it and select
Propertiesfrom the menu. You can then change $tartup Type:

Logged Data Files

Logged data files have a name that is made up of the DeviceName of tKe AN
DCSLOG module that captured the data and the date and tintheatddta was captured.
Times are expressed in Universal Time.

The files have a header that is meant for use WitinderwardnSQL. It contains the
following lines:

ASCII

wwAdmin,0,Server Local,10,1
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The header is followed by data records. These sbo&i

the tag name

K K K K K K

Example

date
time
1 (raw data)
value
192 (quality detail)

0 (original value)

DcsTest_01_32,0,2004/08/04,20:00:49.875,1,15037,192

The Application Log

AnxDcsLog logs information and error messages to the file AxDcsLog.txt in the same
directory as AnxDcsLog.exe

Each time the service starts, it deletes any previous version apitieationlog file.

You can use the DeviceName to identify the-XNissociated with a message.

Example
2004/08/04,20:16:49 :INFO - Starting AnxDcsLog service ( v1.0.0.19) ...
2004/08/04,20:16:49 :DEBUG - configured drop O - ff,0
2004/08/04,20:16:49 :DEBUG - configured drop 1 - frFFFfff FAfS
2004/08/04,20:16:49 :DEBUG - configured drop O - ff,0
2004/08/04,20:16:49 :DEBUG - configured drop 2 - frFFFfff FAfS
2004/08/04,20:16:49 :INFO - Starting the log function for AmxLog9
2004/08/04,20:16:49 :INFO - Starting the log function for AmxLog10
2004/08/04,20:17:46 :DEBUG - SERVICE_CONTROL_STOP
2004/08/04,20:17:46 :INFO - stop capture for device AmxLog9
2004/08/04,2 0:17:46 :DEBUG - Thread for AmxLog9 is dead
2004/08/04,20:17:46 :INFO - stop capture for device AmxLog10
2004/08/04,20:17:46 :DEBUG - Thread for AmxLog10 is dead

Using AN -X-DCSLOG with InSQL

Creating the Tag Database

Before INSQL can read the data logdigdAnxDcsLog.exe, the corresponding tags must

exist in its tag database.

The easiest way to create the tags is to create a word and boolean tag in INSQL, export
those tags to a CSV file, edit the CSV file to create additional tags, then import the
modifiedfile into INnSQL.
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For example, you can copy and paste tag entries, then change the tag names using tags
exported from the AutoMax Programming Executive (see setitiporting Tags from
AutoMax Programming Softwarmen pagel6).

Logging Data

In the logger configuration file, set the ExportPath to the FastLoad directory for INSQL,
usually\InSQL\DATA\DatalmportFastload

Run the service. AnxDcsLog.exe captures changing network data and logs it to the
Expott directory. InSQL automatically reads the CSV files created by AnxDcsLog.exe,
imports the data, then deletes the files.

Importing Tags from AutoMax Programming Software

You can use the utilitAnxDcsTagyExport.exe supplied to expdagnames from an
AutoMax Configuration fileto a comma separated variable file for use by other
applications.

i AmxDcsTagExport @
AmecanfFiIeIC:"ANX\DCSLDG'\import'\_CDNF.CNF Browse |

Tag Export File :lTags,csv Browse

Export Format :’Dropf'FIeg LI

Cancel |

Browse or type the configuration file name into AraxDcsCnfFildield.
Browse or type the name of thiag Export File

Select the export format, eithBrop/Regor PLC-5 Map For InSQL, use Drop/Reg
format. For OPC/HMI use PL-6 Map format.

Click Export to create the tag export file.

Use a text editor or spreadsheet such as Excel to edit and manipulate this file into a
format that can be imported into your apption.

Drop/Ref Format

Some tags exported in Drop/Reg format:
;TagName,Drop,Reg,Bit,DataType,Slot
GLOBAL32,0,32,,Word,4
FREDAO010,1,0,,Word,4
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FREDAO11,1,1,,Word,4
FREDAO012,1,2,,Word,4

PLC-5 Map

Some tags exported in PE&EMap format:
;TagName,Address,Datype,Slot
GLOBAL32,N100:32,Word,4
FREDA010,N101:0,Word,4
FREDA011,N101:1,Word,4
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Accessing AutoMax Data on the AN -X-DCSLOG

You can use a DDE or OPC server, such as RSLinx, to access the DCS data directly on
the AN-X-DCSLOG. The module maps AutoMax dataRaC-5 integer files N100 to

N155. Each file corresponds to a DCS drop. For exardpte,on drop 2 in found in file
N102, registers N102:0 to N102:63

The AN-X-DCSLOG supports Word Range read and Typed read messagegitivéh
logical ASCllor logical binary addressing.

Example: RSLinx
To configure a topic in RSLinx to access data on theXARCS.OG:
1. SelectCommunications/Configure DriversE

2. From the list ofAvailable Driver Types:selectRemote Devices via Linx
Gatewayand clickAdd NewE

3. Give the drver a name

Add New RSLinx Driver %]

Choose a name for the new driver.
(15 characters marimum)

Cancel |

|AN-X

4. For ServerOs IP Address or hostname: enter the IP address of the
AN-X-DCSLOG and click OK.
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Configure Remote Devices via Linx Gateway

Driver Selection | Configure Browser |

Device Name: |

Server's IP Address or hosthame: |1 92.168.0.10 Browse... I

Server Name:

Remote driver name:

| 0K I Cancel | Apply

5. Check that the driver has status Running

Help |

Configure Drivers

RIX
Awailable Driver Types: ol
Close |
|Remote Devices via Linx Gateway LI
Help |
- Configured Drivers:
Name and Description | Status
AN-Xto on192.168.0.10 RUNNING Running Ire |
TCP-1to on192.168.0.65 RUNNING Running
6. Click Close

7. Select DDE/OPC Topic Configuration and click NewE
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8. Give the topic a name.

9. Select the Data Sourtab, click on the ANX module to select it, and click
Apply.

DDE/OPC Topic Configuration

Project: Default

Topic List: Data Source I Data Collection I Advanced Communication

S Test V' Autobrowse

= = workstation, BAZ
+ 3'25 Linx Gateways, Ethernet
--=% ANX, Ethernet

M 192,168.0.10, AN-X-DCSLOG, AN-X-DCSLOG

+-2% TCP-1, Ethernet

New Clone Delete . | | Done I Help

10. Select the Data Collection tab.

11. Set the Processor Type to PI5C

12. Check Polled Messages and set the update time to an appropriate value.
Click Apply.
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DDE/OPC Topic Configuration

Project:

Topic List:

Default

Data Source Data Collection I Advanced Communication |

Test

Processor Type: |PLC-5 LI

Data Collection Mode

[V Polled Messages (mSec) 100
™ Unsolicited Messages

-
-

Communications Time-Out [Secs): |5

™ Use Symbols | ; ; |
[V Limit Maximum Packets |20

IV Use Maximum Packet Size (Ethemnet)
[V Update Hotlink after a poke
I” Dptimize poke packets

™ Ke
-
Clone Delete Apply | | Done | Help
13. Click Done.

You should now be able to @ess data using any DDE or OPC client capable of
communicating with RSLinx.

Details for configuring other OPC servers are found in technical notes on the QTS
website www.gtsusa.com
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Using AnxInit

AnxInit is a 32bit Windows application supplied with AX to perform the following
functions:

¥ Locate and identify ANX modules on the Ethernet network
¥ Select a specific AN for configuration

¥ Set the IP address and other network parameters for axi AN
¥ Restart an ANX

¥ Displayinformation about the selected AX

¥ Read the kernel parameters for the selecteeXAN

¥ Update the flash (low level firmware) on the selected AN

¥ Update the firmware on the selected XN

¥ Patch the firmware on the selected -XN

In addition, it can be used:t
¥ clear the AnxlInit log

¥ copy the contents of the log to the clipboard for use by another application.
This is often useful for technical support

AnxInit Log

AnxInit logs messages in its main window. These messages are often useful for
determining the &use of errors or for technical support.

To clear the log, sele&dit/ClearLog

To copy the contents of the Log to the Windows clipboard so that they can be pasted into
another application, seleEdit/Copy
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Local Area Connection (0x2) 00-0c-1a-00-00-0a 192.168.0.10 - AnxIr
Configuration Utilities Edit View Help

=10l x|

kil

For Help, press F1

AN-¥X DCSNet Capture Tool

By X K2 ?

EZN-¥X Info: 00-0c-1a-00-00-0x
Serium = 0000000
DaughtexrID = 0003

BootRex = 1.02.0001
ConfigRew = 1.00.0000
ProdRew = 1.00.0000
HwReax = 1.01.0001
FirmwRex = 1.04_.0001
Status = 0x00000004
VendorId = QTS Inc.
Prodld =

IpAddrStr = 192 .168.0.10
HostlName = ANX00000a

=

Locating Available AN -X Modules

To locate all accessible AX modules on the Ethernet network, seldttities/Locate

All AN-X Modules.

AnxInit displays a list of the ANK modules it finds, showing their MAC IDs, IP

addresses and host names.

This command is useful for determining IP adde=sswhen they have been set by a

DHCP server or for confirming that an AXlis accessible.

Quesr,

TechmenL
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Local Area Connection (0x2) 00-0c-1a-00-00-0a 192.168.0.10 -0 x|
Configuration Utilities Edit View Help
LA

Found 2z 2N-X device(s) :J

SexrNum 000000098 (Ethernet MAC: 00:0c:1a:00:00:08)

Ip2ddrStr = 192 .168.0.41

HostlName = test

SexrNum = 0000000a (Ethernet MAC: 00:0c:1la:00:00:0a)
IpAddrStr = 192 .168.0.10

HostlName = ANX00000a

i o

For Help, press F1 v/

Selecting an AN -X

Before you can perform an operation on an-XNyou must select it. Choose
Utilities/Select An ANK to select a specific AK.

Set Ethernet & IP Address 2 x|

Adapter : |Loca| Area Connection LI
Ethernet MAC Address : {00-0c-1a-00-00-0a

IPAddiess:| 192 . 168 . 0 . 10

Cancel I

From the Adapr list, select the network adapter that connects to the Ethernet network
that contains the AN.

In theEthernet MAC Addredeld, enter the MAC Address of the AX you wish to

select. It can be found on the ANlabel or using thé.ocate All ANX Moduks

command. The format is as shown above, six pairs of hexadecimal digits separated by
hyphens.

In thelP Addresdield, enter the Ethernet IP address of the-XNou wish to select. It
can be found using tHeocate All ANX Modulescommand. The formas as shown
above, four decimal numbers each in the range 0 to 255.

Both MAC address and IP address must match the settings on tieil\brder for
communication to occur.

Click OK to select the ANX.
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The title bar of AnxInit shows the MAC Address andA@dress of the currently selected
AN-X.

Set AN-X IP Configuration

Utilities/AN-X IP Configurationsets the ANX IP address and hostname.
The AN-X must be on the local Ethernet to set its IP address.
First select the ANX using theUtilities/Select An ANK command.

Next selecttilities/AN-X IP ConfigurationThe AN-X TCP/IP Configuratiordialog
appears.

AN-X TCP/IP Configuration x|

Enter the IP configuration you want the previously selected AN-X module to use.
You MUST enter a valid Default gateway IP address that is on the same subnet as the
AN-X module, but you don't need to have a device at that address.

Host Name : |FYEGminE

" Obtain an IP address automatically (DHCP)
' Use the following Settings:

IPAddress:[ 192 . 168 . 0 . 10
Subnet mask:l 255 . 255 . 255 . 0
Default gateway:l 192 0168 . 0 . 1

I Finish I Cancel

Enter aHost Namdor the AN-X. This name is used internally by AXland may be
used to identify the ANX if you have a DNS server on your network. Tiaeme can be
from 1 to 31 characters long.

To configure the ANX to obtain its IP address from a DHCP server on the network,
selectObtain an IP address automatically (DHCP)

To configure the ANX to use a static IP address, seldse the following Settirsggpnd
enter the following:

¥ the desired IP address for the A\
¥ the Subnet mask for the AX
¥ the default gateway for your network.

You must enter a valid default gateway address even if there is no device at the gateway
address on the network.

Click OK to complete the configuration.
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Utilities/AN-X IP Configurationresets the selected AK. Use theUtilities/Restart ANX
to restart the ANX in production mode.

If you Cancel théJtilities/AN-X IP Configurationcommand, ANX is left running the
boot code.Use theUtilities/Restart ANX command to restart the AX.

Restart an AN -X

Use theUtilities/Restart ANX command to restart the currently selected-AN

AN-X Info

The Utilities/AN-X Infocommand provides information about the currently selected AN
X in the log window.

The information shown:

AN-X Info Ethernet MAC address

SerNum Serial number

DaughterlD Daughterboard ID, 3 foAN-X-DCSLOG

BootRev Boot code version

ConfigRev Configuration kernel version

ProdRev Production kernel version

HwRev Hardware version

FirmwRev Firmware release version (depends on current operating mode)
Status see below

Vendorld Vendor ID

Prodid Product ID

IpAddrStr IP address assigned usidgjlities/AN-X IP Configuration
HostName Name assigned usiridtilities/AN-X IP Configuration

In boot mode, FirmwRev, Vendor ID and Product ID and not valid, and IpAddrStr and
HostName are not shown.

Possible status values are:

Value Meaning
1 Boot mode
2 Configuration mode
4 Production mode

ar:

/EST
TechmenL
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Read Kernel Parameters

The Utilitie s/Read Kernel Parametecommand displays various communications
parameters for the currently selected-XN

This command resets the AKXl You will be warned and given the opportunity to cancel

the command.

[flLocal Area Connection (0x2) 00-0c-1a-00-00-0a 192.168.0.10 - AnxInit -0 x|

Configuration Utilities Edit Yiew Help

X0 e
EnxInit Ready :]
AN-X now in BOOT mode

AN-X Kernel Parameters:
conscle=ttyS0,115200 ip=1952.168.0.10:152.168.0.105:152.168.0.1:255.255.255.0:ANX00000a:eth0:none

i o

For Help, press F1 4

The Utilities/Read Kernel Parametecommand laves the ANX running the boot code.
Use theUtilities/Restart ANX command to restart the ANX in production mode.

Run Config Mode

The Utilities/Run Config Modeommand is used to restart the currently selecteedXAN
in configuration mode (normally uséaternally for updating firmware).

This command is not used in normal operation but may be required for technical support.

The AN-X is in configuration mode when the SYS LED flashes red twice, followed by a

pause.

To exit configuration mode, use thkili ties/Restart ANX command to restart AX in
production mode.

Update AN -X Flash

The Utilities/Update ANX Flashcommand updates the leievel firmware (boot code,
configuration kernel, production kernel).

Files have extension qgtf.

This command resets theNAX. You will receive a warning and be given the
opportunity to Cancel the command.

If you cancel at the filename dialog, the A\has already been reset and is in boot
mode. Use thétilities/Restart ANX command to restart it in production mode.
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Look in: | =3 downloads ~| « ek B3

8] ANXBOOT.QTF

#] AnxBoot_1_2_1.qtf

EI zImage.cfg.v1.00.0001.qtf
EI zImage.cfq.v1.00.0002.qtf
#)] zImage. cfg.v1.00.0003.qtf

EI zImage.cfq.v1.00.0005.qtf

YN 2 cfq 1.00.0005 gt
Files of type: | QTS Flash File (% 0t) [~ Cancel |

I~ Open as read-only

4

Update Firmware
There are two ways to update all the firmware in arXARodule.

1. TheConfiguration/Firmware Updateommand starts the firmware update
wizard which takes you step by step through the firmware update process.

2. TheUtilities/Update Firmwarecommand updates all the firmware on an
AN-X you have selected using thkilities/Select An ANX command.

Firmware files have extensidmin.

Firmware Update Wizard
Select theConfiguration/Firmware Updateommand to start the firmware update
wizard.
Step 1.
In step 1, you identify the AN you are configuring.
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Step 1: AN-X Selection x|

Select this computer's Ethernet adapter that's on the same Ethernet subnet as the AN-X
module you want to configure [you may only have one Ethernet adapter in your computer)

Local Area Connection EI

Enter the Ethernet MAC Address of the AN-X module you want to configure. You can get
this from the label on the AN-X module or by selecting Utilities/Locate All AN-X Modules (if
the module's current IP address is on the same subnet).

{00-0c-15-00-00-09

Enter the IP address on the local subnet that you intend the AN-X module to use.
[ 192 .68 . 0 . 9

Exit I

1. Select the Ethernet adapter thatOs connected to e ANmost cases there will be
just one Ethernet adapter in the computer. TheXAust be on the same subnet as the
computer.

2. Enter the MACaddress of the AN you are updating. This is printed on the AN
label. It consists of six pairs of hexadecimal digits, separated by hyphens. In the
example above, itOs-06-1a-00-00-09.

If the AN-X is already online, you can obtain its MAC addresing theUtilities/Locate
All AN-X Modulescommand.

3. Enter the IP address of the Afyou want to update

Step 2

In step 2, you choose a method of restarting Xl put it in config mode.
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Step 2: Cycle Power or Reboot Command x|

In order to configure the IP address or update the madule's firmware the module must be
be set to a specific mode. There are two ways ta do this:

¢ 1. Cycle power on the AN-X Module.
This is the preferred method, but the AN-X module must be nearby.
If you choose this option, POWER OFF the AN-X module and click on the Nexst button.

(" 2. Send a command on Ethernet that restarts the AN-X module.
This method is more convenient if the module is hot nearby.

If you choose this option, make sure the AN-X module is powered ON and fully up and
running, then click on the Next button.

<< Back I

The preferred method is to cycle power on theANSelect he first option on the
screen and click thext >> button.

The second method, useful if the ANin not easily accessible, is to send it a command
over Ethernet. The AN must be powered on and completely running for this method to
work. For example, ithis is the first time you are configuring a new A\ allow

sufficient time for it to acquire an IP address from a DHCP server or to time out and use
its default IP address (about 3 minutes). Select the second option on the screen and click
the Next >> button.

Step 3:

Wait for AN-X to enter config mode. While AnxInit is waiting, thiext>> button will
be disabled. When AlX is in boot mode, th&lext>> button will be enabled.
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Step 3: Wait for Config Mode x|

If you selected the "Cycle Power" option, power ON the AN-X module now.
If you selected the "Reset Command" option, a reset command has been sent to the
AN-X module.

This program is now sending messages to the AN-X module using the MAC address and
IP address you entered previously. These messages tell the AN-X module to enter into
"Config" state in preparation for updating the firmware.

If the AN-X module enters "Config" mode successfully the "Next" button below will be
enabled so you can move on to the next step.

If the AN-X module has been powered ON for more than B0 seconds and the Next button
is still disabled press the "Back" button, confirm the MAC and IP addresses and check
the Ethernet cabling.

Nest >> I

If the AN-X does not enter config mode within about 60 seconds, retuhe forevious
screens and check the entries.

Click theNext>> button, and select the firmware file you want to download and click
Open

open 21|

Look in: I'ﬂ Capt LI & ek ED-

File name:  |anxamscapt.v1.4.1.bin | Open I
Files of type: IQTS Firmware File [*.bin) j Cancel I

I~ Open as read-only

4

AnxInit transfers the firmware file and restarts the-XN

Update Firmware Command

The Utilities/Update Firmwarecommand updates all the firmware on an Af\you have
previously selected using th#ilities/Select An ANK command.
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This command resets the AKXl You will receive a warning and be given the
opportunity to Cancel the command.

If you cancel at the filename didgy, the ANX has already been reset and is in
configuration mode. Use thdtilities/Restart ANX command to restart it in production
mode.

Click theNext>> button, and select the firmware file you want to download and click
Open

open 21 x|
Look in: I’ﬂ Capt L] o £¥ E-

anxamxcapt.v1.4.1.bin

File name: |anxamxcapt.v1 .4.1.bin | Open I
Files of type: IQTS Firmware File [*.bin) ﬂ Cancel |

I~ Open as read-only

4

AnxInit transfers thdirmware file and restarts the ANX.

Patch Firmware

The Utilities/Patch Firmwarecommand applies small patches to the firmware running on
the AN-X.

These patch files files have extenspmh
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open 2]
Look in: I ‘23 downloads L] = C’F E~
E] anxdcs.v1.00.0002.pch g] anxdcs.v1.01.0006.pch E] AnxDcsEnetIp_:
@ anxdcs.v1.00.0004.pch g anxdcs.webupdate.pch @ AnxDcsEnetIp_:
EI anxdcs.v1.00.0006.pch ﬂ AnxDcsEnetIp_1.1.18.pch @ AnxDcsEnetIp_:
EI anxdcs.v1.00.0007.pch g AnxDcsEnetIp_1.1.19.pch @ AnxDcsEnetIp_:
@ anxdcs.v1.00.0008.pch g AnxDcsEnetIp_1.1.20.pch @ AnxDcsEnetIp_:
EI anxdcs.v1.00.0009.pch ﬁ AnxDcsEnetIp_1.1.21.pch @ AnxDcsEnetIp_:

| |

File hame: AnxDesEnetlp 1.1.48.pch

Files of type: IQTS Firmware Patch File [*.pch]

I~ Open as read-only

4

This command resets the AXl You will receive a warning anlge given the
opportunity to Cancel the command.

You do not have to reconfigure the ANafter applying a patch. All configuration

information will be left intact.

When the patch has been applied, AnxlInit restarts thexAiNproduction mode.

If you cancéat the filename dialog, the AN has already been reset and is in
configuration mode. Use thdtilities/Restart ANX command to restart it in production

mode.
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Using the Web Interface

The AN-X module contains a webserver capable of communicating teittiard web
browsers such as Internet Explorer or Netscape.

The web interface is used for viewing ANlogs.

To use the web interface, you need to know the IP address of the ARun AnxlInit
and use thd&Jtilities/Locate All ANX Devicessommand to find lRAN -X devices on the
Ethernet network.

To access the web interface, start your web browser and type thelRMddress where
you normally enter web addresses in the browser.

Log Files

AN-X maintains various logs to record diagnostic and error messalgesthe Utilities
menu in the web interface to view these logs.

System Error Log

The System Error log records errors that occur duringX¥Adperation. This log is
normally empty.

System Info Log

The System Info Log records informational messages gstartup and normal
operation.

View All Logs

Use View All Logs to list and view all the AIX logs. To view a log file, double click
on the file name.

Administration Menu

The Administration Menu is used to view and edit files on-ANIt is password
protected and is used only for AKXl technical support.
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LEDs

SYS LED

Troubleshooting

The AN-X-DCSLOGhas LEDs that indicate the state of the Ethernet connection, the
overall module state, and the network state

Ethernet LEDs

There are two LEDs that indicate thetstaf the Ethernet connection.

The orange LED, labelled 100, is on if the link is running at 100 Mbits/second and is off

otherwise.

The green Link/Act LED is off if the link is inactive and is on if the link is active. If
activity is detected, the linkiolks at 30 ms intervals and continues blinking as long as
activity is present.

The SYS LED is used by the AX operating system and software to indicate the state of
operations and errors.

It should be used in conjunction with the logs to locatecthuse of problems.

In the following, red 3 means three red flashes followed by a pause, and so on.

SYS LED State Possible cause

Red 2 AN-X is in config mode

Red 3 DHCP configuration failed

Red 4 Fatal application error, check logs for cause

Red 5 Application memory access violation, check logs
Red 6 Application failed, illegal instruction, check logs
Red 7 Application crashed, unknown cause, check logs
Fast red flash Reconfiguration

Slow red flash script or application problem during startup

At startup, the SYS LED sequence is:

¥

¥
¥
¥

boot code start®fast flashing red
boot code loads a kernekolid red
if the configuration kernel is loaded, 2 red flashes followed by a pause

if the production kernel loads with no errors, solid green
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NET LED b Network Status

The NET LED indicates the status of the AutoMax network.

Colour Meaning

Green Receiving frames with good status

Yellow Not receiving any frames

Red Have received a frame with bad status. Stays on for about 1 second
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Updating the Firmware

The AN-X operating software consists of several parts:
boot code, runs at startup
configuration kernel, runs when you update firmware

production kernel, runs in normal operation

K K K K

application software, for AutoMax communicatiand unscheduled
messaging

The oot code and kernels are supplied in file with extengtband are updated using
the AnxInit utility. Run the commandtilities/Update ANX Flashand select the file
you wish to download. Refer to pagéfor details.

Firmware files contain the application programs for-XNand have extensidnin. They
are downloaded using the comma@anfiguration/Firmware Updater Utilities/Update
Firmwarein AnxlInit. Refer to pag@8 for details.

Occasiondy individual patch files are released. They have extensibrand are
downloaded using thtilities/Patch Firmwarecommand in AnxInit. Refer to pa@®
for details.

Reading Version Numbers

To read the version numbers oétharious software components:

Boot code AnxInit DAN-X Info

Configuration kernel | Anxlnit DAN-X Info

Production kernel AnxInit DAN-X Info

Firmware AnxInit DPAN-X Info (version depends on current mode,
boot, configuration or production)
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Specificati ons

*Parameter Specification

Function Captures frames and logs data changes from
AutoMax DCSNet network

Description Processor: 100MHz IDT MIPS

FLASH memory: 64M
RAM: 64M

Typical Power
Consumption

300 mA @ 12 VDC or 150 mA @ 24 VDC

Maximum Power
dissipation

3.6W

Environmental
Conditions:

Operational
Temperature

Storage Temperature

0-50iC (32-122iF)

P40 to 85C (P40 to 185iF)

Relative Humidity

5-95% without condensation
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Support

How to Contact Us: Sales and Support

Sales and Technical Suppéot this product ar@rovided by ProSoft Technology.
Contact ouworldwide Sales or Technical Support teatfirectly by phone or email:

Asia Pacific
+603.7724.2080asiapc@prosoftechnology.com

Europe BMiddle East BAfrica
+33 (0) 5.34.36.87.2@Furope@ prosoftechnology.com

North America
+1.661.716.5100support@prosoftechnology.com

Latin America (Sales only)

+1.281.298.9109atinam@prosoftechnology.com
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Warranty

Quest Technical Solutions warrants its products to be free from defects in workmanship
or material under namal use and service for three years after date of shipment. Quest
Technical Solutions will repair or replace without charge any equipment found to be
defective during the warranty period. Final determination of the nature and responsibility
for defective 0 damaged equipment will be made by Quest Technical Solutions
personnel.

All warranties hereunder are contingent upon proper use in the application for which the
product was intended and do not cover products which have been modified or repaired
without Quest Technical Solutions approval or which have been subjected to accident,
improper maintenance, installation or application, or on which original identification
marks have been removed or altered. This Limited Warranty also will not apply to
interconnectig cables or wires, consumables nor to any damage resulting from battery
leakage.

In all cases Quest Technical SolutionsO responsibility and liability under this warranty
shall be limited to the cost of the equipment. The purchaser must obtain shipping
instructions for the prepaid return of any item under this Warranty provision and
compliance with such instruction shall be a condition of this warranty.

Except for the express warranty stated above Quest Technical Solutions disclaims all
warranties with rega to the products sold hereunder including all implied warranties of
merchantability and fithess and the express warranties stated herein are in lieu of all
obligations or liabilities on the part of Quest Technical Solutions for damages including,
but notlimited to, consequential damages arising out of/or in connection with the use or
performance of the Product.
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